1. All piping entering existing structures shall be accomplished by mechanical rotary core boring. The manhole riser, after installation of piping, the annular space between piping and concrete, shall be sealed with Link-Seal, Thunderline Seals, or approved equal.

2. All fittings shall be SCH.40 PVC as well as drop pipe.

3. For inside drops up to 12" dia use IntraFlow low profile inside drop system as manufactured by Royal Environmental Systems or approved equal.

4. For inside drops larger than 12" dia all ferrous materials shall be fully coated inside and outside with 2 coats of Koppers 300-M epoxy 8 mils DFT, together with the penetration through the structure wall stainless steel shall not be coated.

5. Adaptors connecting different piping must be manufactured for this purpose; submit details to engineer for approval.

6. For use where free drop of gravity sewer is greater than 30".

STANDARD CONSTRUCTION DETAIL
INSIDE DROP CONNECTION
(FOR EXISTING MANHOLES)